
DACW38
VBURG CONSOL CONTRACTING OFC
4155 CLAY ST
VICKSBURG MS  39183-3435

AMENDMENT OF SOLICITATION/MODIFICATION OF CONTRACT

2. AMENDMENT/MODIFICATION NO.

0004

6. ISSUED BY

Except as provided herein, all terms and conditions of the document referenced in Item 9A or 10A, as heretofore changed, remains unchanged and in full force and effect.

15A. NAME AND TITLE OF SIGNER (Type or print)

30-105-04EXCEPTION TO SF 30
APPROVED BY OIRM 11-84

STANDARD FORM 30 (Rev. 10-83)
Prescribed by GSA
FAR (48 CFR) 53.243

Reference Invitation for Bid No. DACW38-02-B-0027 for Flood Control, Mississippi River and Tributaries, Yazoo Basin, Tallahatchie River,
 Tallahatchie County, MS, Upper Yazoo Projects-Item 7, Panola-Quitman Floodway and Tillatoba Creek, Grade Control Structures, scheduled for
 bids to open on 2 July 2002 at 1430 hours is hereby amended as follows:

See Continuation Page 2.

1. CONTRACT ID CODE PAGE OF  PAGES

J 1 2

3. EFFECTIVE DATE 4. REQUISITION/PURCHASE REQ. NO. 5. PROJECT NO.(If applicable)

CODE

21-Jun-2002 W807PM-2078-6336

7. ADMINISTERED BY  (If other than item 6) CODE

16A. NAME AND TITLE OF CONTRACTING OFFICER (Type or print)

16C. DATE SIGNED

BY 21-Jun-2002

16B. UNITED STATES OF AMERICA15C. DATE SIGNED15B. CONTRACTOR/OFFEROR

(Signature of Contracting Officer)(Signature of person authorized to sign)

8. NAME AND ADDRESS OF CONTRACTOR  (No., Street, County, State and Zip Code) X DACW38-02-B-0027

X 9B. DATED (SEE ITEM 11)
16-May-2002

10B. DATED  (SEE ITEM 13)
CODE FACILITY CODE

9A. AMENDMENT OF SOLICITATION NO.

11. THIS ITEM ONLY APPLIES TO AMENDMENTS OF SOLICITATIONS

X The above numbered solicitation is amended as set forth in Item 14.  The hour and date specified for receipt of Offer  is extended, X is not extended.

Offer must acknowledge receipt of this amendment prior to the hour and date specified in the solicitation or as amended by one of the following methods: 
(a) By completing Items 8 and 15, and returning 1 copies of the amendment; (b) By acknowledging receipt of this amendment on each copy of the offer submitted;
or (c) By separate letter or telegram which includes a reference to the solicitation and amendment numbers.  FAILURE OF YOUR ACKNOWLEDGMENT TO BE 
RECEIVED AT THE PLACE DESIGNATED FOR THE RECEIPT OF OFFERS PRIOR TO THE HOUR AND DATE SPECIFIED MAY RESULT IN  
REJECTION OF YOUR OFFER.  If by virtue of this amendment you desire to change an offer already submitted, such change may be made by telegram or letter, 
provided each telegram or letter makes reference to the solicitation and this amendment, and is received prior to the opening hour and date specified.

12. ACCOUNTING AND APPROPRIATION DATA (If required)

13. THIS ITEM APPLIES ONLY TO MODIFICATIONS OF CONTRACTS/ORDERS.
IT MODIFIES THE CONTRACT/ORDER NO. AS DESCRIBED IN ITEM 14.

A.THIS CHANGE ORDER IS ISSUED PURSUANT TO:  (Specify authority) THE CHANGES SET FORTH IN ITEM 14 ARE MADE IN THE
 CONTRACT ORDER NO. IN ITEM 10A.

B.THE ABOVE NUMBERED CONTRACT/ORDER IS MODIFIED TO REFLECT THE ADMINISTRATIVE CHANGES (such as changes in paying 
office, appropriation date, etc.) SET FORTH IN ITEM 14, PURSUANT TO THE AUTHORITY OF FAR 43.103(B).
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SECTION  SF 30 BLOCK 14 CONTINUATION PAGE

Bid Opening Date

The bid opening date remains the same on 2 July 2002 at 1430 hours.

Technical Specifications

Section 02411 METAL SHEET PILING is revised and reissued in its entirety.
Pages reissued by this amendment have the notation “Reissued by Amendment
0004” at the bottom of the page.  Text deleted by this amendment is shown as
overstruck.

Submittal Form for Section 02411 METAL SHEET PILING is reissued.

Enclosures:  Section 02411 METAL SHEET PILING, Pages 1 through 6.  Submittal
Form for Section 02411 METAL SHEET PILING.
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SECTION 02411

METAL SHEET PILING

PART 1   GENERAL

1.1   REFERENCES

The publications listed below form a part of this specification to the 
extent referenced.  The publications are referred to in the text by basic 
designation only.

AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM)

ASTM A 6/A 6M (2000a) General Requirements for Rolled 
Structural Steel Bars, Plates, Shapes, and 
Sheet Piling

ASTM A 328/A 328M (2000) Steel Sheet Piling 

1.2   SUBMITTALS

Government approval is required for all submittals with a "GA" designation; 
submittals having an "FIO" designation are for information only.  The 
following shall be submitted in accordance with Section 01330 SUBMITTAL 
PROCEDURES:

SD-04 Drawings

Metal Sheet Piling; GA.

Detail drawings for sheet piling including fabricated sections shall show 
complete piling dimensions and details, driving sequence and location of 
installed piling.  Detail drawings shall include details and dimensions of 
templates and other temporary guide structures for installing piling.  
Detail drawings shall provide details of the method of handling piling to 
prevent permanent deflection, distortion or damage to piling interlocks. 

SD-07 Schedules

Pile Driving Equipment; GA.

Complete descriptions of sheet piling driving equipment including hammers, 
extractors, protection caps and other installation appurtenances shall be 
submitted for approval prior to commencement of work.

SD-08 Statements

Pulling and Redriving; GA.

The proposed method of pulling sheet piling shall be submitted and approved 
prior to pulling any piling.

SD-09 Reports

Interlocked Joint Strength in Tension Test; GA.
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The procedure for testing sheet piling interlocked joint strength in 
tension shall be submitted and approved prior to testing piling.

Materials Tests; FIO.

Certified materials tests reports showing that sheet piling meet the 
specified requirements shall be submitted for each shipment and identified 
with specific lots prior to installing materials.  Material test reports 
shall meet the requirements of ASTM A 6/A 6M.

SD-18 Records

Driving; FIO.

Records of the sheet piling driving operations shall be submitted after 
driving is completed.  These records shall provide a system of 
identification which shows the disposition of approved piling in the work, 
driving equipment performance data, piling penetration rate data, piling 
dimensions and top and bottom elevations of installed piling.  The format 
for driving records shall be as directed.

1.3   DELIVERY, STORAGE AND HANDLING

Materials delivered to the site shall be new and undamaged and shall be 
accompanied by certified test reports.  The manufacturer's logo and mill 
identification mark shall be provided on the sheet piling as required by 
the referenced specifications.  Sheet piling shall be stored and handled in 
the manner recommended by the manufacturer to prevent permanent deflection, 
distortion or damage to the interlocks.  Storage of sheet piling should 
also facilitate required inspection activities.  Sheet piling over 25 m in 
length shall be handled using a minimum of two pickup points.

PART 2   PRODUCTS

2.1   METAL SHEET PILING

Metal sheet piling shall be hot-rolled steel sections conforming to ASTM A 
328/A 328M or cold-formed steel sections formed from hot-rolled steel 
meeting the chemical and mechanical requirements of ASTM A 328/A 328M.  The 
interlocks of sheet piling shall be free-sliding, provide a swing angle 
suitable for the intended installation but not less than 5 degrees when 
interlocked, and maintain continuous interlocking when installed.  Sheet 
piling shall be full-length sections of the dimensions shown.  Sheet piling 
shall be provided with standard pulling holes.  The sheet piling shall have 
an installed weight of 107 kg per square meter minimum.

2.2   TESTS, INSPECTIONS, AND VERIFICATIONS

Requirements for material tests, workmanship and other measures for quality 
assurance shall be as specified.

2.2.1   Materials Tests

Materials tests shall conform to the following requirements.  Sheet piling 
and appurtenant materials shall be tested and certified by the manufacturer 
to meet the specified chemical, mechanical and section property 
requirements prior to delivery to the site.  Testing of sheet piling for 
mechanical properties shall be performed after the completion of all 
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rolling and forming operations.  Testing of sheet piling shall meet the 
requirements of ASTM A 6/A 6M.

2.2.2   Interlocked Joint Strength in Tension Test

The interlocked joint strength in tension test shall conform to the piling 
manufacturer's standard test, include testing at least two 75 mm long 
coupons taken randomly from different as-produced pilings of each heat and 
must be approved.

PART 3   EXECUTION

3.1   INSTALLATION

3.1.1   Pile Driving Equipment

Pile driving equipment shall conform to the following requirements.

3.1.1.1   Driving Hammers

Hammers shall be steam, air, or diesel drop, single-acting, double-acting, 
differential-acting, or vibratory type.  The driving energy of the hammers 
shall be between 11860 and 21700 J as recommended by the manufacturer for 
the piling weights and subsurface materials to be encountered.

3.1.2   Placing and Driving

3.1.2.1   Placing

Any excavation required within the area where sheet pilings are to be 
installed shall be completed prior to placing sheet pilings.  Pilings shall 
be carefully located as shown.  Pilings shall be placed plumb with 
out-of-plumbness not exceeding 10 mm per meter of length and true to line.  
Temporary wales, templates, or guide structures shall be provided to insure 
that the pilings are placed and driven to the correct alignment.  At least 
two templates shall be used in placing each piling and the maximum spacing 
of templates shall not exceed 6 m.  Pilings properly placed and driven 
shall be interlocked throughout their length with adjacent pilings to form 
a continuous diaphragm throughout the length or run of piling wall.

3.1.2.2   Driving

Pilings shall be driven with the proper size hammer and by approved methods 
so as not to subject the pilings to damage and to ensure proper 
interlocking throughout their lengths.  Driving hammers shall be maintained 
in proper alignment during driving operations by use of leads or guides 
attached to the hammer.  Caution shall be taken in the sustained use of 
vibratory hammers when a hard driving condition is encountered to avoid 
interlock-melt or damages.  The use of vibratory hammers should be 
discontinued and impact hammers employed when the penetration rate due to 
vibratory loading is 300 mm or less per minute.  A protecting cap shall be 
employed in driving when using impact hammers to prevent damage to the tops 
of pilings.  Pilings damaged during driving or driven out of interlock 
shall be removed and replaced at the Contractor's expense.  Adequate 
precautions shall be taken to insure that pilings are driven plumb.  If at 
any time the forward or leading edge of the piling wall is found to be 
out-of-plumb in the plane of the wall the piling being driven shall be 
driven to the required depth and tapered pilings shall be provided and 
driven to interlock with the out-of-plumb leading edge or other approved 
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corrective measures shall be taken to insure the plumbness of succeeding 
pilings.  The maximum permissible taper for any tapered piling shall be 10 
mm per meter of length.  Pilings in each run or continuous length of piling 
wall shall be driven alternately in increments of depth to the required 
depth or elevation.  No piling shall be driven to a lower elevation than 
those behind it in the same run except when the pilings behind it cannot be 
driven deeper.  If the piling next to the one being driven tends to follow 
below final elevation it may be pinned to the next adjacent piling.  If 
obstructions restrict driving a piling to the specified penetration the 
obstructions shall be removed or penetrated with a chisel beam.  If the 
Contractor demonstrates that removal or penetration is impractical the 
Contractor shall make changes in the design alignment of the piling 
structure as directed to insure the adequacy and stability of the 
structure.  Pilings shall be driven to depths shown and shall extend up to 
the elevation indicated for the top of pilings.  A tolerance of 0 mm above 
the indicated top elevation will be permitted.  Pilings shall not be driven 
within 30 m of concrete less than 7 days old.

3.1.3   Cutting-Off and Splicing

Pilings driven to refusal or to the point where additional penetration 
cannot be attained and are extending above the required top elevation in 
excess of the specified tolerance shall be cut off to the required 
elevation.  Pilings driven below the required top elevation and pilings 
damaged by driving and cut off to permit further driving shall be extended 
as required to reach the top elevation by splicing when directed at no 
additional cost to the Government.  If directed pilings shall be spliced as 
required to drive them to depths shown and to extend up to the required top 
elevation.  Pilings adjoining spliced pilings shall be full length.  If 
splices are allowed in adjoining pilings the splices must be spaced at 
least 1 m apart in elevation.  Splicing of pilings shall be as indicated.  
Ends of pilings to be spliced shall be squared before splicing to eliminate 
dips or camber.  Pilings shall be spliced together with concentric 
alignment of the interlocks so that there are no discontinuities, dips or 
camber at the abutting interlocks.  Spliced pilings shall be free sliding 
and able to obtain the maximum swing with contiguous pilings.  The tops of 
pilings excessively battered during driving shall be trimmed when directed 
at no cost to the Government.  Piling cut-offs shall become the property of 
the Contractor and shall be removed from the site.  The Contractor shall 
cut holes in pilings for bolts, rods, drains or utilities as shown or as 
directed.  All cutting shall be done in a neat and workmanlike manner.  A 
straight edge shall be used in cuts made by burning to avoid abrupt nicks.  
Bolt holes in steel piling shall be drilled or may be burned and reamed by 
approved methods which will not damage the surrounding metal.  Holes other 
than bolt holes shall be reasonably smooth and the proper size for rods and 
other items to be inserted.

3.1.4   Inspection of Driven Piling

The Contractor shall inspect the interlocked joints of driven pilings 
extending above ground.  Pilings found to be out of interlock shall be 
removed and replaced at the Contractor's expense.

3.1.5   Pulling and Redriving

In the pulling and redriving of piles as directed, the Contractor shall pull 
selected pilings after driving to determine the condition of the underground 
portions of pilings.  Any piling so pulled and found to be damaged to the 
extent that its usefulness in the structure is impaired shall be removed and 
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replaced at the Contractor's expense.  Pilings pulled and found to be in 
satisfactory condition shall be redriven when directed. The method of pulling 
pilings must be approved.  Pulling holes shall be provided in pilings as 
required.  Extractors shall be of suitable type and size.  Care shall be 
exercised during pulling of pilings to avoid damaging piling interlocks and 
adjacent construction.  If the Contracting Officer determines that adjacent 
permanent construction has been damaged during pulling the Contractor will be 
required to repair this construction at no cost to the Government.  Pilings 
shall be pulled one sheet at a time.  Pilings fused together shall be 
separated prior to pulling unless the Contractor demonstrates to the 
satisfaction of the Contracting Officer that the pilings cannot be separated. 
The Contractor will not be paid for the removal of pilings damaged beyond 
structural use due to proper care not being exercised during pulling.

       -- End of Section --
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